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Interior Elevation Symbol

New Wall or Object, Below
(Thin, Dark Lines)

Existing Wall or Object, Cut or Below
(Gray Lines, no pattern)

Hidden or N.I.C.
Object (Dashed,
Thin Lines)

6' - 0" 6' - 0"

Centerline Dimension Face of Wall Dimension

Wall Types: Construction of wall; A, B, C, D, etc.

Fire Rating: In hours; 1, 2, etc; refer to wall construction 
for additional information

Sound Batt: Designated 'a' for acoustic wall;
Provide SAB

Head 0: partial hgt; refer to plan
Condition: 1: extend to underside of ceiling

2: extend to 6" above ceiling
3: extend to underside of structure, above

General Plan Notes
1.   Refer to A000 for General Project Notes.
2.   Contractor shall not scale drawings.
3.   All interior stud walls shall be type 'A0a1' unless noted otherwise.
4.   Provide blocking as req'd for all cabinets, counters, trim, and millwork items.
5.   Provide blocking and coordination with Tenant AV system.

Coded Plan Notes
Code Note

a1 Power & data floor box. Coordinate location with Owner and Tenant's furniture
plan.

a2 Aluminum window stool at all exterior sills, typ.
a3 Accessible transaction counter at reception desk by tenant (NIC); connect

and coordinate power and data requirements.  Refer to IBC 2012: 1109.11.3;
ANSI A117.1 2009: 904, 403.3

a4 Accessible sink and counter for parallel approach.
a5 Accessible refrigerator (NIC) by tenant
a6 Accessible undercounter refrigerator (NIC) by tenant; coordinate

dimensions with refrigerator specifications.
a7 Provide and install ADA compliant 18" d. shelf and coat rod so that shelf (if

provided) or rod are at highest accessible reach range.48" A.F.F. See Sheet
A001, Fig. 308.2.1. and 5% or a  portion of coat closet shall be at accessible
reach range IBC 2012, 1109.9 storage.

a8 Hold GWB enclosure tight to column.
a9 5/8" GWB at all exterior stud locations to extend 6" above finished ceiling

unless noted otherwise. Corner Guard

True
North

Project
North

3" Sound batt,
where noted

3 5/8" mtl. studs
@ 16" o.c.

Wall
Type

B - - -

3" Sound batt,
where noted

1 Layer, 5/8" GWB,
both sides

Wall
Type

A - - -

Line of substrate if
studs used as furring

4 1/4"

NOTE: No fire rating
available

Fire Rating:

- Unrated

Available STC Rating:
- Without S.A.B.: 27
- With S.A.B.: untested

3-5/8" metal studs
@ 16" o.c.

1 Layer, 5/8" GWB

4 7/8"

Fire Rating:

- If rated, UL:
U419 - 1 Hour

Available STC Rating:
- Without S.A.B.: 40
- With S.A.B.: 44

Wall Type Key Scale: 1 1/2" = 1'-0"

5"

3" Sound batt,
where noted

1 Layer, 5/8" GWB

Wall
Type

C - - -

Existing metal stud
wall construction

V.I.F

Fire Rating:

- If rated, UL:
U419 - 1 Hour

Available STC Rating:
- Dependent on
  existing wall

Note: Rework or
provide additional
studwork as req'd
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Demolish GWB wall
construction.

Demolish GWB wall
construction.

Demolish GWB wall
construction.

Demolish
GWB wall
construction.

General Demolition Plan Notes

1.   Do not scale drawings.  Verify all existing or constructed conditions before
proceeding with Work.

2.   Any conflict or discrepancy between Shell & Core Documents, TI Documents
including plumbing drawings, and M,E Drawings or Work shall be brought to the
attention of the Architect before proceeding with Work.

3.   Coordinate protection and storage of items to be salvaged with the Owner.
4.   All items to be salvaged may not be indicated on drawings.  Coordinate extent

of salvaged items with the Owner.
5.  Contractor is responsible for all rerouting or reconfiguration of all building systems to

coordinate with demolition, cutting or patching, or new construction.
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Brace partition as req'd.

Head
Condition

- - - 1

Acoustic batt @ attenuated wall

2' - 0"

GWB edge trim
@ t/wall, typ..

Acoustic panel
ceiling system

Line of ceiling grid
shown dashed

Cut tile @ center of partition &
separate grid from top track of wall
w/ spacer; paint spacer to match wall

Head
Condition

- - - 2

Acoustic panel ceiling

Line of ceiling
grid shown dashed
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Brace partition
as req'd.
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2' - 0" 2' - 0"

Acoustic Batt @
Attenuated WallExtend GWB

above ceiling grid

Head
Condition

- - - 3

Deflection
track

Structure,
above

At acoustic wall: cut
GWB into deck flutes to
1/2" from structure;
provide sealant joint

Acoustic Batt @
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Acoustic panel ceiling

Line of ceiling
grid shown dashed
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