
FLOOR 1

OCCUPANCY TYPE R-2 PER B.C. 1004.1.2

TYPE NET AREA NET FLOOR AREA PER
OCCUPANT OCCUPANT COUNT

RESIDENTIAL LOBBY ############ 200 ##

RETAIL # 2 ########### 30 ##

RETAIL # 3 ############ 30 ##

RETAIL #4 ########### 30 ##

VALET / PACKAGE ROOM ########### 200 #

HOTEL LOBBY ############ 200 ##

STORAGE ROOM ########### 300 #

AMAZON LOCKERS ###########
MECHANICAL ROOM

(RESIDENTIAL) ########### 300 #

ELEVATOR CONTROL ROOM ########## 300 1
MECHANICAL ROOM

(HOTEL) ########### 300 #

TOTAL: ############ 2

DOOR CAPACITY: PER B.C. 1005.1
CAPACITY OF DOOR TO STAIR 1 & STAIR 2 IS 180 PEOPLE PER 36" WIDE OPENING. TOTAL OF 360 PEOPLE.
(TOTAL OCCUPANT LOAD COMPLIES W/ MAX DOOR CAPACITY)

STAIR CAPACITY:  PER 1005.1
CAPACITY OF STAIR 1 AND 2 IS 146 PEOPLE PER 44" WIDE STAIR. TOTAL OF 292 PEOPLE. (TOTAL
OCCUPANT LOAD COMPLIES W/ MAX STAIR CAPACITY)

FLOOR 1

OCCUPANCY TYPE R-2 PER B.C. 1004.1.2

TYPE NET AREA NET FLOOR AREA PER
OCCUPANT OCCUPANT COUNT

RESIDENTIAL LOBBY ############ 200 ##

RETAIL # 2 ########### 30 ##

RETAIL # 3 ############ 30 ##

RETAIL #4 ########### 30 ##

VALET / PACKAGE ROOM ########### 200 #

HOTEL LOBBY ############ 200 ##

STORAGE ROOM ########### 300 #

AMAZON LOCKERS ###########
MECHANICAL ROOM

(RESIDENTIAL) ########### 300 #

ELEVATOR CONTROL ROOM ########## 300 1
MECHANICAL ROOM

(HOTEL) ########### 300 #

HOTEL OFFICE ########### 100

TOTAL: ############# 2

DOOR CAPACITY: PER B.C. 1005.1
CAPACITY OF DOOR TO STAIR 1 & STAIR 2 IS 180 PEOPLE PER 36" WIDE OPENING. TOTAL OF 360 PEOPLE.
(TOTAL OCCUPANT LOAD COMPLIES W/ MAX DOOR CAPACITY)

STAIR CAPACITY:  PER 1005.1
CAPACITY OF STAIR 1 AND 2 IS 146 PEOPLE PER 44" WIDE STAIR. TOTAL OF 292 PEOPLE. (TOTAL
OCCUPANT LOAD COMPLIES W/ MAX STAIR CAPACITY)

FLOOR 1

OCCUPANCY TYPE R-2 PER B.C. 1004.1.2

TYPE NET AREA NET FLOOR AREA PER
OCCUPANT OCCUPANT COUNT

RESIDENTIAL LOBBY 4242 SQ. FT. 200 21

RETAIL # 2 842 SQ. FT. 30 28

RETAIL # 3 1011 SQ. FT. 30 34

RETAIL #4 739 SQ. FT. 30 25

VALET / PACKAGE ROOM 699 SQ. FT. 200 3

HOTEL LOBBY 2228 SQ. FT. 200 11

STORAGE ROOM 346 SQ. FT. 300 1

AMAZON LOCKERS 207 SQ. FT.
MECHANICAL ROOM

(RESIDENTIAL) 171 SQ. FT. 300 1

ELEVATOR CONTROL ROOM 69 SQ. FT. 300 1
MECHANICAL ROOM

(HOTEL) 203 SQ. FT. 300 1

HOTEL OFFICE 115 SQ. FT. 100 2

TOTAL: 10872 SQ. FT. 128

DOOR CAPACITY: PER B.C. 1005.1
CAPACITY OF DOOR TO STAIR 1 & STAIR 2 IS 180 PEOPLE PER 36" WIDE OPENING. TOTAL OF 360 PEOPLE.
(TOTAL OCCUPANT LOAD COMPLIES W/ MAX DOOR CAPACITY)

STAIR CAPACITY:  PER 1005.1
CAPACITY OF STAIR 1 AND 2 IS 146 PEOPLE PER 44" WIDE STAIR. TOTAL OF 292 PEOPLE. (TOTAL
OCCUPANT LOAD COMPLIES W/ MAX STAIR CAPACITY)

FLOOR 1
TABLE 403.1

MINIMUM NUMBER OF REQUIRED PLUMBING FIXTURES
(SEE SECTIONS 403.2 AND 403.3)

CLASSIFICATION OCCUPANCY DESCRIPTION FLOOR
OCCUPANT

COUNT

WATER CLOSETS
URINALS

(SEE SECTION 419.2)
LAVATORIES

BATHTUBS/
SHOWERS

DRINKING
FOUNTAIN

(SEE
SECTION

410.1) OTHER
MALE FEMALE MALE FEMALE

RETAIL #1, #2, #3,
#4 M RETAIL STORE 1ST FL. 138 1 PER 500 1 PER 750 --- 1 PER

1,000
1

SERVICE
SINK

TOTAL: 138

LEVEL 01

GROSS FLOOR AREA 13403 SQ. FT.

CORE, CIRCULATION AREA 2266 SQ. FT.

HOTEL GROSS 2963 SQ. FT.

RESIDENTIAL GROSS 5242 SQ.FT.

RETAIL GROSS 2593 SQ. FT.

MECHANICAL SPACE 331 SQ. FT.
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OCCUPANCY GROUP - R2
NET AREA ON THIS LEVEL = 4242 SQ. FT.

@ 200 SF = 21 PEOPLE
(TABLE 1004.1.2)

OCCUPANCY GROUP - R2
NET AREA ON THIS LEVEL = 699 SQ. FT.

@ 200 SF = 71 PEOPLE
(TABLE 1004.1.2)

OCCUPANCY GROUP - R1
NET AREA ON THIS LEVEL 2228 SQ. FT.

 @ 200 SF = 11 PEOPLE
(TABLE 1004.1.2)

RESIDENTIAL LOBBY

ELEVATOR ALCOVE

FUTURE
TOILET

VITREOUS CHINAC_TOILETSHIGHCRESTK-4302

DOOR (1 @ 44")
CAPACITY REQUIRED = 75
CAPACITY PROVIDED = 220

(TABLE 1005.1)
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ROOM

OCCUPANCY GROUP - F2
NET AREA ON THIS LEVEL = 171 SQ. FT.

@ 300 SF = 1 PEOPLE
(TABLE 1004.1.2)
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OPENING = 150 S.F.
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OCCUPANCY GROUP - F2
NET AREA ON THIS LEVEL

= 69 SQ. FT.
@ 300 SF = 1 PEOPLE

(TABLE 1004.1.2) OCCUPANCY GROUP - F2
NET AREA ON THIS LEVEL = 203 SQ. FT.

@ 300 SF = 1 PEOPLE
(TABLE 1004.1.2)

ELECTRICAL
CLOSET

OCCUPANCY GROUP - S2
TOTAL GROSS AREA ON THIS

LEVEL = 268 SQ. FT.
@ 300 SF = 1 PEOPLE

(TABLE 1004.1.2)

ELEVATOR ALCOVE

DOOR (2 @ 36")
CAPACITY REQUIRED = 43
CAPACITY PROVIDED = 360

(TABLE 1005.1)
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DOOR (1 @ 44")
CAPACITY REQUIRED = 74
CAPACITY PROVIDED = 220

(TABLE 1005.1)

DOOR (1 @ 44")
CAPACITY REQUIRED = 74
CAPACITY PROVIDED = 220

(TABLE 1005.1)

MAIL WILL BE ARRANGE TO BE DELIVERED TO
BUILDING MANAGEMENT FOR DISTRIBUTION TO
THE OCCUPANTS PER HOUSING MAINTENANCE

CODE SEC. D26-21.01

--
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STAIR LANDING

10"

S.E.

S.
E.

6'-2 1/4"

63
'-0

 3/
4"

S.E.

S.
E.

4'-9 3/4"

76
'-1

1 3
/4"

15'-37
8"

4'-
9"

5'-
11

1 2"

14'-3"

19'-47
8"

7'-
6"

3'-
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A-451
1

A-451
3

20 20 20

STL. POST

ST
L. 

PO
ST

73'-8"

6'-
1 1

/4"

DRAIN DR
AI

N

77'-3 1/2"

4'-
6" DRAIN

DR
AI

N

104'-7 1/2" 4'-
6"

DRAIN

DR
AI

N

123'-8"

2'-
2"

2A

6

11C

6

11C

1'-101
2" 6'-4" 1'-105

8"

RECEPTION DESK WITH CONCEALED
DOOR. SEE ID DWGS FOR REFERENCE.
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'PRESRAY' SD-11575-23

FLOOD BARRIER;
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SEE A-051 FOR DETAILS

T.O.S. EL. 10.07'
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F.F. EL. 12.67'
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REFER TO ID DRAWINGS FOR
ACCESS PANEL FINISH

24" X 60" FLUSH ACCESS PANEL
6" A.F.F.; CONCEALED HINGES
REFER TO ID DRAWINGS FOR

ACCESS PANEL FINISH
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 UPDATED GROUND FLOOR PLAN - RFI #304
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